By-Pass Varea-Meter®
With Orifice Plate - Location of Taps
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STANDARD PRESSURE TAP LOCATIONS
1/2" COUPLING

WELD
EDGE TO BE CLEAN & SHARP,
OR SLIGHTLY ROUNDED, FREE
OF BURRS, CHIPS, AND OTHER
TAP HOLE : CHIPS,
SRNiED IRREGULARITIES
TYPICAL PIPE TAP DESIGN S I E M E N S
AA  FLANGE TAPS Water Technologies
BB  PIPE TAPS 901 West Garden Road
CC  VENA CONTRACTA TAPS 1901 West Garden Roa
NOTE: THE DISTANCE X VARIES WITH ORIFICE PLATE BORE SIZE. Vineland, NJ 08360
CONSULT U.S. FILTER/ WA&T FOR EACH APPLICATION. 856.507.9000 phone
EE  1DIA., 1/2 DIA. TAPS 856.507.4125 fax

(SOMETIMES CALLED RADIUS TAPS)

www.siemens.com/water

Installation
WT.520.300.206.UA.CN.1206



